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NOTES: A

1 REMOVE HALON SYSTEM (TANK, PIPES AND NOZZLES) SEND TO FIRE ALARM CREW FOR DISPOSAL.

2. REPAIR WALLS WITH FIRE STOPPING MATERIAL. TOUCH UP PAINT.

3.

MODIFY FIRE ALARM CONTROL PANEL AS PER REVISED DWG. 4B71E039E
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